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Motivation (1) 
ÅBuildings are ubiquitous 
ï130 million residential housing units in 

20091 and 5 million commercial buildings 
as of 20032 

ï In 2007, residential and commercial 
building construction and renovation was 
estimated to cost 1.2 trillion dollars, over 
8% of the U.S. gross domestic product 
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ώмϐ ά!ƳŜǊƛŎŀƴ ƘƻǳǎƛƴƎ ǎǳǊǾŜȅ ŦƻǊ ǘƘŜ 
ǳƴƛǘŜŘ ǎǘŀǘŜǎΥ нллфΣέ ¦{ 5ŜǇŀǊǘƳŜƴǘ ƻŦ 
Housing and Urban Development: US 
Department of Commerce Economics and 
Statistics Administration, H150/09, 2011. 
ώнϐ ά/ƻƳƳŜǊŎƛŀƭ ōǳƛƭŘƛƴƎǎ ŜƴŜǊƎȅ 
ŎƻƴǎǳƳǇǘƛƻƴ ǎǳǊǾŜȅΣέ 5ŜǇŀǊǘƳŜƴǘ ƻŦ 
Energy: US Energy Information 
Administration, 2003. 
ώоϐ άнллф ōǳƛƭŘƛƴƎǎ ŜƴŜǊƎȅ Řŀǘŀ ōƻƻƪΣέ 
U.S. Department of Energy, Office of 
Energy Efficiency and Renewable Energy, 
2009. 
ώпϐ ά9Ƴƛǎǎƛƻƴǎ ƻŦ ƎǊŜŜƴƘƻǳǎŜ ƎŀǎǎŜǎ ƛƴ ǘƘŜ 
ǳƴƛǘŜŘ ǎǘŀǘŜǎ нллфΣέ ¦{ 5ŜǇŀǊǘƳŜƴǘ ƻŦ 
Energy: US Energy Information 
Administration, 2011. 

ÅBuildings have impacts 
ï40% of total U.S. primary 

energy consumption3 

ï72% of electricity 
consumption3 

ï40% of carbon dioxide 
emissions4 

 

Data source http://buildingsdatabook.eren.doe.gov/ChapterIntro1.aspx 
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Motivation (2) 
ÅPlug loads, a.k.a. Miscellaneous 

Electrical Loads (MELs), may 
account for more than 50% of 
total energy consumption in high 
performance buildings5 

ÅPreparing for plug load 
management system deployment 
to Sustainability Base 
ï50,000 sq ft office building 

ïFully occupied as of March, 2012 

ïLEED Platinum certified 
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[5] C. Lobato, S. Pless, M. Sheppy, and P. TorcelliniΣ άwŜŘǳŎƛƴƎ ǇƭǳƎ ŀƴŘ ǇǊƻŎŜǎǎ 
ƭƻŀŘǎ ŦƻǊ ŀ ƭŀǊƎŜ ǎŎŀƭŜΣ ƭƻǿ ŜƴŜǊƎȅ ƻŦŦƛŎŜ ōǳƛƭŘƛƴƎΥ bw9[Ωǎ ǊŜǎŜŀǊŎƘ ǎǳǇǇƻǊǘ ŦŀŎƛƭƛǘȅΣέ 
National Renewable Energy Laboratory, NREL/CP-5500-49002, 2011. 

Image Courtesy of William McDonough + Partners 
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Goals 

ÅCollect representative plug 
load data in reference office 
building 
ÅDeploy system for plug load 

devices anticipated in 
Sustainability Base 
ÅMake preliminary assessment 

as to effectiveness of 
controlling selected loads  
ÅIdentify malfunctioning or 

inefficient equipment 
ÅEvaluate utility of plug load 

management system chosen 
for study 
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Plug Load Management System 
Enmetric Systems Power Port 

Å4 channels (outlets/ports), 15 amps total 

ÅMeters and controls per channel 

ÅManual override per channel 

ÅParasitic draw: ~0.8 W (off state), ~1.8 W (on state) 

ÅCommunicates wirelessly (802.15.4), default rate 1 Hz 
ïWattage, Voltage*, Amperage*, Frequency*, Power factor* (*not 

available during pilot study) 

Bridge 

ÅCommunicates with up to 50 Power Ports 

Å1000 feet (unimpeded line of sight), 2.4 GHz 

ÅConnects to LAN with rj45 Ethernet port 

ÅParasitic draw ~1.1 W 

Cloud-based Data Service 

ÅData archived once per minute 
ï minimum, mean, maximum power draw over each one minute 

interval recorded 
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Power Port 

Bridge 

http://www.enmetric.com/ 
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Device Allocation 

Å15 Power Ports 
deployed to variety of 
spaces in reference 
office building 

ïWorkstations 
(workspaces), copy 
room, break room 

ïAdministrative, 
financial, project 
management, 
technical personnel 
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Location Device Number 

Workstations (7) 

Desktop Computers 6 

Laptop Computers 3 

Monitors 7 

Printers 5 

Phones 2 

Shredders 2 

Speakers 3 

Scanners 3 

Other 10 

Copy Room (1) 

Printers 2 

Copier 1 

Shredder 1 

Break Room (1) 

Refrigerator 1 

Vending Machines 2 

Microwave 1 

Coffee Maker 1 
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Test Sequence 

ÅPilot study conducted at NASA Ames campus 
during spring and summer 2011 

ÅBaseline (uncontrolled) data acquired for 
approximately 5 weeks 

ÅEmployed schedule-based rules over the 
course of several weeks, final set of rules put 
in place for approximately 9 weeks 
ïConservative rule timings, not optimized; same 

timing used for weekdays and weekends  

ÅAlso made changes to equipment energy saver 
settings during controlled portion of testing  
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Results (1) 

ÅControlled energy consumption includes contribution 
from plug load management system 
ÅAverage energy savings for employing schedule-based 

rules and changing energy policy changes: 
ï6.8 kWh/day (16%) for weekdays 
ï9.6 kWh/day (30%) for weekends 

ÅCopy room power draw affected by malfunctioning 
copier 
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Workstation

Copy Room

Break Room

4/19/2012 

a) Weekdays b) Weekends 
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Results (2) 

Å Uncontrolled and controlled to left and right of dotted line (day 39), 
respectively 

Å 11 of 50 channels did not employ schedule-based rules 
ï 6 channels were not de-energized to prevent computer data loss 
ï 1 channel connected to refrigerator 
ï 1 channel connected to bridge 
ï 1 channel (copier) did not return to ready-to-use state 
ï 2 channels consumed more energy with rules in place 
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Day Counter

Workstation

Copy Room

Break Room

controlled uncontrolled 
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Workstation (1) 
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a) Weekday-Uncontrolled  b) Weekday-Controlled  

c) Weekend-Uncontrolled  d) Weekend-Controlled  

27 kWh/week Uncontrolled 21 kWh/week Controlled 
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Workstation (2) 

ÅOriginal computer power management 
settings did not use built-in power 
management control 

ÅEven after enabling built-in control, not 
all computers consistently entered low 
power modes 

ÅFor one workstation, turning off 
monitor caused connected computer 
to wake (see figure above), resulting in 
higher energy use for system 
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Computer and Monitor Coupling олέ aƻƴƛǘƻǊ 9ƴŜǊƎȅ /ƻƴǎǳƳǇǘƛƻƴ 

ÅMost effective way to save energy is to 
use built-in power management control 

ï Zone 1: uncontrolled, screen saver 
displaying pictures 24/7 

ï Zone 2: controlled (de-energized from 
10 pm to 6 am) 

ï Zone 3: uncontrolled, but with screen 
saver changed to turn off display after 
10 min 

ï Zone 4: new screen saver setting + de-
energized from 10 pm to 6 am 
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Computer

Monitor
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B&W printer

Color printer

Copy Room 

ÅOriginal time to standby was 4 hours for 
shared printers 

ÅEven after changing to 1 hour, B&W 
printer used more energy during warm 
up compared to leaving on in standby 
mode (9 W) => de-energizing ineffective 

ÅColor printer had higher standby power 
draw (18 W) but lower overall power 
draw during start-up and idle modes => 
de-energizing effective 
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Shared Printers Copier Power Draw 

ÅCopier did not re-energize to ready to 
use state  

ÅHigh standby power draw of 60 W 

ÅCopier ceased to transition to standby 
mode consistently 

ÅIdle mode power draw more than 4 
times standby power draw 

ÅNote bands of min, avg, max reflects 
oscillating power draw during 1 minute 
intervals 
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Coffee Maker

Refrigerator

Microwave

Food Vending

Drink Vending
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Coffee Maker

Refrigerator

Microwave

Food Vending

Drink Vending

Break Room 

ÅDrink vending machine consumed most 
energy of break room loads and had second 
highest average daily energy consumption 
overall 

ÅCoffee maker and microwave had high peak 
power draw but low standby power draw 

ÅFood vending machine had light which 
remained on 24/7 during uncontrolled 
portion of testing 
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Recommendations 
ÅChoose energy efficient equipment 
ïChoose devices with low power draw, efficient power saver modes, 

and desirable re-energize characteristics 
ïUse shared instead of personal devices (printers, refrigerators, etc.) 

ÅSet effective energy policies 
ïEmploy short time to standby on devices when practical  
ïMonitor plug loads to indicate when policies fail 

ÅPromote beneficial occupant behavior 
ïProvide personal energy feedback to occupants, allowing them to 

monitor and customize control of their own plug loads 
ïLƴŎŜƴǘƛǾƛȊŜ ŦǊƛŜƴŘƭȅ ŎƻƳǇŜǘƛǘƛƻƴǎ ŀƳƻƴƎ ōǳƛƭŘƛƴƎ άƴŜƛƎƘōƻǊƘƻƻŘǎέ 

ÅEmploy plug load controls 
ïTurn off devices during non business hours when effective 
ïInstruct occupants on use of manual override for occasional work 

outside of typical hours 
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Current Status / Future Work 
Å86 Power Ports deployed in Sustainability Base, 2nd floor 

of North building  
 
 
 
 

 
 
 
ÅWorking to provide personal energy dashboards to 

occupants and assess impact  
ÅExploring additional plug load control strategies 
ÅInstalling sub-metering at panel level 
ÅInvestigating other plug load management systems 
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Enmetric Power Ports 
Enmetric Bridges 
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